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Comm 63.0503 Building mechanical systems. (6) CLIMATE ZONES 3 AND 4. [See 
Editor’s Note Below.] Substitute the following wording for the requirements in IECC section 
503.4.3.3.2.2: For climate Zones 5 through 8 as indicated in Figure 301.1 and Table 301.1, if 
an open−circuit cooling tower is used, then a separate heat exchanger shall be required to 
isolate the cooling tower from the heat pump loop, and heat loss shall be controlled by 
shutting down the circulation pump on the cooling tower loop and providing an automatic 
valve to stop the flow of fluid. 
 
Editor’s Note: Error - The title of (6) should be “Climate Zones 5 through 8.” 


