
Insert pages for September 1, 2011, Wisconsin Commercial Building Code, Comm 61-66, 
into the International Fuel Gas Code, 2009 edition 
 
Safety and Buildings Division - Wisconsin Department of Safety and Professional Services 
 
IFGC Chapter 6, Insert 6C, Page 1 of 1 
Insert between pages 126 and 127 
----------------------------------------------------------------------------------------------------------------- 
 
Comm 65.0631 Boilers. Substitute the following wording for the requirements in IFGC 
section 631: The provisions of ch. Comm 41 shall govern the installation, alteration and repair 
of boilers and pressure vessels. 
 
Comm 65.0632 Equipment installed in existing unlisted boilers. The requirements 
in IFGC section 632 are not included as part of this chapter. 


